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Appendix B. TR Master Plan (cont.)

Anytown CSD Central School Building - First Floor Serving Zones
Based on floor plans provided by Anytown Architects, P.D.C.

Anytown CSD Central School Building - First Floor

 Closest TR exterior entrance

Computer Lab IT Cabinet (Room 143)
• There is (1) locked IT equipment wall-mounted 

cabinet that connects the room’s computers to 
the district’s wired network.

• The cabinet has (48) ports including (14) open ports.
• Overall cabinet in in excellent shape with good 

connections and proper labeling. There are no 
recommended improvements for this space.

ITR-2: HS Room 104 (Storage Room)
• The space is 8’ x 30’ with shared with storage of classroom project supplies.
• Overall the space is in poor condition with a number of substantial improvements needed:

 – All non-IT items must be removed and the space made available only to IT staff.
 – A video surveillance camera and card reader need to be installed at the exterior of the TR entrance.
 – Water pipes above the rack need to be rerouted to eliminate the risk of water damage.
 – A dedicated air conditioning unit with independent controls needs to be installed.
 – A rack-mounted UPS needs to be installed and all equipment connected to it.
 – A grounding infrastructure needs to be installed and the rack and all appropriate items must to attached.
 – Legacy telecomm cable needs to be removed.
 – Ladder racking needs to be installed and all horizontal cable needs to be properly installed in it. 
 – Updated systems documentation needs to be gathered and made available to technicians.
 – The drop ceiling needs to be removed so the space is open to the deck above.
 – Floor carpeting needs to be removed and replaced with VCT flooring.
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MTR: MS Room 154 (Server Room)
• The 12’ x 6’ TR was constructed during the ‘19/’20 Capital Improvement Project.
• Main Telecommunications Room with telecom-provider phone headend for the building.
• The space houses (240) ports including (48) open ports.
• Overall the space is in very good condition with minimal improvements needed:

 – A video surveillance camera and card reader need to be installed at the exterior of the TR entrance.
 – The custodial materials need to be removed and the space dedicated to IT equipment only.
 – The IT equipment fans need cleaning and a regular Preventative Maintenance schedule.
 – The water leak coming from the northwest ceiling corner needs to be remediated.

ITR-3: ES Room 248A (Storage Closet)
• This is a 6’ x 10’ space that has been walled off from the classroom.
• The TR has no direct hallway access.
• The TR houses (264) cables, (7) switches, and (48) open ports.
• The space is shared with classroom supplies and equipment.
• Overall the space is in good condition with the following improvements needed:

 – The cabinet could easily be caged off to increase security without encroaching on much storage space.
 – A video surveillance camera and card reader need to be installed at the exterior of the TR entrance.
 – The water lines above the rack need to be rerouted to eliminate the risk of water damage.
 – The vertical cable management needs to be upgraded to industry standards with shorter patch cords and 
consistent machine-printed identification labels.
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